
4,

ENERGY FACILITY SITE EVALUATIONCOIJNCIL
P.O. B0X43172

OLYMPIA, WASH]NGTON 98504-3172

iN THE MATTER OF: I NO. EFSEC/2001-01 Amendment 3
Satsop Combustion. ]

Turbine Project ] FINAI2.APPROVAL OF THE PREVENTION OF
Electrical Generating Facilitjr 1• SIGNIFICANT DETERIORATION AND
Elma, Washington ] NOTICE OF CONSTRUCTION

Pursuant to the Energy Facility Site Evaluation Council (EFSEC) Permit Regulations for Air
PollUtion Sothces, Chapter 463-78 Washington Administrative Code (WAC), regulation for air
pennit applications WAC 463-60-536, the Washington Department of Ecology (Ecology)
regulations for new spurce review WAC 173-400-110 and Chapter 173-460 WAC, the .ederal
Prevention of Significant Deterioration regulations, Code ofFederal Regulations (CFR), Title 40

• Subpart 52.21; and based upon the Notices of Construction Application (NOC.), submitted by Duke
Energy Grays Harbor, LLC., and Energy Northwest; the Administrative Order on Consent, Docket
No. CAA-i0-2001-0097, between the Satsop Combustion Turbine (Sàtsop CT) PrOject and the

• U.S. Environmental Protection Agency, Region 10, dated March 30, 2001; the request .for second
extension submitted by Grays Harbor Energy LLC, dated August31, 2005; and the technical

• analysis performed by Ecology for EFSEC,.EFSEC now, finds the following:

F[NDINGS . .

1. Duke Energy Gi~ays Harbor, LLC., and Energy Northwest (jointly “Duke Energy”) applied to
construct the Satsop Combustion Turbine Project located near Elma, Washington. EFSEC
previously approved the construction of this project (also lcnciwn as Satsop Phase 1), which is•
designed to produce amaximum of 650 megawatt (WA?) of electrical power. This project
received final approval on November 2, 2001 (NO, EFSEC/2001-01).

2. Amendment 1 was approved January 2,2003. Amendment 1 modified the operating
requiiements and emission limitations in the ori~inal approval, added equipment as part of the.
project, and removed certain operational restrictions.

3. Amendtnent2 was approved on October 19,2004. Amendment 2 authorized aclelayin’
continuous constructionto not later than January20, 2006, and modified the monitoring
requirementb and.BACT emission limitations based on recently available information.
Amendment 2 did not change or add any emission units that were either proposed for
installation or,already installed at the facility. In approving Amendment 2, EFSEC concluded
that . .

3.1 The request for the second amendment was timely and complete (April 10, 2004).

3.2 . Best Available Control Technologies (BACT) for all anticipated pollutants had not
changed from the original permit determination.

3.3 Interim source growth did not affect conclusions from the original ~iermit analysis
regarding air quality impact of this projebt. • •
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4. On February 23,2005, EFSEC approved transfer of ownership ofthe Satsop CT Project from
Duke Energy and Energy Northwest to Grays HarborEnergy LLC,

5. On August 31, 2005, Grays Harbor Energy LLC requested a third amendment. Amendment
3 will authorize a second delay in continuous construction to not later than July20, 2007, and

• makes several administrative corrections to errors in Amendment 2. After January20, 2006,
the sum of all delays in continuous construction may not exceed eighteen months.

6. The total project is proposed.to consist of the following major components:
• • Two General Electric gas combustion turbines (GE WA); each turbine having a maximum

rating of 1,671 million British thermal units per hour (nimBtu/hr), and each tutbine will
have a supplementary duct burner with amaximum rating of 505 mniBtulhr.;

• Two heat recovery steam generators ~1W~SG~;
• One steam turbine generator (STG) rated 300 MW;
• Ohe auxiliaryboiler;
• One forced. draft cooling tower system;
• One emergency backup diesel generator; and

• . One diesel engine-driven fire *ater pump..

These components are configured ma “power island” comprised of2 gas turbine/duct
burrierlHR.SG units, one steam turbine, one ôooling tower, one• auxiliary boiler, one
emergency generator, and one emergency fire water pump; Each gas turbine/duct
bürner/HRSG unit is known as a combined cycle gas turbine (CGT). Each CGT has its own
exhaust stack. .

7. The project is subject to permitting requirements under the feckral requirempnts of40 CFR
52.21 as a fossil fuel fired steam electric generator, one of 28 listed industries that becomes a
“major source,” when emitting more than 100 tons per year (tpy) of any regulated pollutant:

• The Satsop CT Project has the potential to emit PSD significant quantities ofnitrogen oxides
(NOj, carbon monoxide (CO), sulfur dioxide (SO2), sulffiric aci4 mist (H2S04),particulate
matter (PM), particulate matter less than 10 micrçmeters (PM10), and volatile organic
Compounds (VOC)~ •. : .

- 8. The project is subject to permittiiig under the requirements of WAC 463-78-005(1) and
005(4) (adopting Chapters 173-400 and 173-460 WAC respectively) forammonia (NH3).

• NH3 emissions are limited in this permit in its role as in controlling emissions ofNON.

9. The combustion turbines, duct burners and auxiliary boilers will only use natural gas received
from the Northwest Pipeline. The fuel for the diesel engines powering the emergency.
generators and emergency fire water pumps is to be on-road specification diesel fuel.

10. The site of the proposed project is within an area that is in attainnient with regard to all
pollutants regulated by the National Ambient Air Quality Standards (NAAQS) and state air
quality standards. The site is approximately 60 kilometers from the nearest Class I Area,
Olympic National Park.

11. The project is subject to new soUrce review requirements under Chapter 463-78.. WAC, whiCh
adopts by reference Chapter 173-400 WAC, Chapter 173-460 WAC, and 40 CFR 52.21. The
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facility is also subject to emission limitation, monitoring and reporting requirements iii 40
CFR 60 Subpart Db, 40 CFR 60 Subpart GG, Chapter 173-400 WAC, 40 CFR 60
Appendices A, B, and F, and 40 CFR 75; and, to gas fbel monitoring requirements under 40
CER. 60.334(b)(2) and 40 CFR Part 75 Appendix D.

12. BACT as required under 40 CFR 52.21~3) and WAC 173-113(2), arid toxic best available
control technology (T-BACT) as required under WAC 173-460-040(4), will be used for the
control of all air pollutants which will bó emitted by the proposed project. The following
table lists the plant wide, allowable emissions and BACTcontrol technologies.

L~t~J~&b

1 Based on an annual-average natural gas total ~ulfur content of 0.5 grains/i 00 scf
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13. Allowable emissions, from the new emissions units1 will not cause orcontribute to air.
pollution in violation of:

13.1 Any state or natiOnal ambient air quality standard;

13.2 Any applicable PSD inérement

Nitrogen dioxide* 0.898 25 (1.008 2.5
Annual
Sulfhr 3-Hour i3.54 20 0.26 25
dioxide 24-Hour 3.5 91 0.032 5

Annual 0.29 512 0.001 2
*Evalu~ted at a higher emission rate than proposed to be permitted; see technical support

• document and application materials for details.

13.3 Ammonia is the significant toxic air pollutant• emitted by this facility. The emissions of
ammonia and all other toxic air pollutants from this facility will not exceed an acceptable
source impact level established under WAC 173-460-150 and 160.

14. Ambient Impact Analysis indicates that there will be no significant impacts resulting from
pollutant deposition on soils and vegetation in either of the closest Class I areas, Olympic and
Mt. Rainier National Parks. The deposition ofnitrogen within Olympic National Park for the
4 turbine proposal was modeled to be slightly above the level established by the National Park
Service for concern. The National Park Service has informed EFSEC that the predicted
deposition from the 4 turbine project was acceptable. The current 2 turbine project will have
deposition levels significantly below the National Park Service’s level of concern.

15. Ambientair cuality analysis indicates that there will be no adverse impacts resulting from
• pollutant deposition in the Class II areas swrounding the project site.

16. Ambient Impact Analysis indicates that degradatioii of regional visibility or vistas from
Olympic National Park due to the Satsop project is acceptable to the National Park Service
based on an emission limitation of 2.0 ppm NOx, 24 hr average on the facility.

17. No significant effect on industrial, commercial,: or residential growth in the Elina area is
• anticipated due to the project.

The following Table indicates the maximum Class I and Class II increment consumed by
this project.

Particulate
(PM10)*

24--
Hour 4.86

I Annual 0.91
17 0.23
30 Q.Ol

8
4
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18. EFSEC concludes that

• 18.1 The request for the third amendment was timely and complete (September 30, 2005).

182 BACT:

18.2.1. Based on comparable permit actions since 2002, EFSEC concludes that BACT
• . for VOC emissions from the auxiliary using good combustion practice is 0.0055

lb/MMBtu (one-hour average).

18.2.2 For all other anticipated pollutants from the gas combustion turbines, heat
recovery steam generators, auxiliary boiler, and cooling tower system BACT is
the same as determined in Amendment 2.

18.2.3 For the emergency backup diesel generator and diesel engine~dri%ren fire water
pump BACT constitutes the use of on-road diesel as defined in the Federal Code
ofRegulations at the time ofpurchase of the fuel oil.

18.3 Interim source growth did not affect conclusions from the original permit analysis
regarding air quality impact of this project. . .

19. EFSEC finds that all requirements for new source review (NSR) and PSD are satisfied aiid
that as approved below, the new emissions units comply with ~ applicable fedetal new
source perfomiance standards. Approval of the PSD and NOC application is continued, and
the request for delay m continuous construction is granted subject to the following conditions

APPROVAL CONDITIONS . ..

.1,: This Atnendmentsupersedes air qualityPSD approval.EFSEC 2001-01, Amendment 2 dated
October 19, 2004.

2. The COTs, HRSGs, and auxiliary boilers shall use only natural gas.

3. The dieselemergency generators shall:

3.1 Use only on-road specification diesel oiiwith a sulfbr content as defined at the time of.
purchase in the Code ofFederal Regulations (at the time of issuance of this permit, that

• definition is in 40 CFR § 80.29(a)~)). .•

.3.2 Not ceed 500 hours per engine per year of operating time.

4. . The emergency fire water pump engine shall use only on-road specification diesel oil with a
sulfur, content as defined at the. time of purchase in .the Code of Federal Regulations (at th~
time of issuance of this permit, that definition isin 40 CFR § 80.29(a)(i)).

5. Each COT exhaust stack shall not exceed th’e following: .

Sd Nitrogen oxide (NOx)emissions limitations:

5.1.1 9.86 kilograms/hour (kg/br) (21.7 pounds/hour (lb/br)), 1-hour (1-hr.) average
whenductfiuing, . • • •

5.1.2 7S9 kg/hr (17;4 lb/br), 24-hour moving average,
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5.1.3 2.5 parts per million by volume, dry (ppm), 1-hr average, corrected to 15.0%
oxygen (02),

5.1.4 2.0 ppm, 24-hour mOving average, corrected to 15% 02,

5.1.5 Initial compliance shall be determined in accordance with 40 (YR Subpart GO
and EPA Reference Method 20, except that theinstrurnent span shall be set
between zerb. and 25 ppm, and

5.1.6. ~Routine compliance will be indicated by continuous emission monitors for NOx
and 02. The continuous emission monitoring system (CEMS) must meet the
requirements ofApproval Condition 18.1. .‘

5.2 Carbon monoxide (CO) emissions:,.

5.21* 3 ppm ôorrected to 15.0 percent oxygen, 3-hr. average,

5.22 7.23 kg/hr (15.9 lb/br) at 100% load, 3-hr. average,

5.2.3 Jnftjal compliance for each COT shall be determined by EPA Reference Method
10 or an equivalent method agreed to in advahee by EFSEC. The span and

• linearity calibration gas concentrations in Method 10. shall be appropriate to the
CO concentratiQnlinhits specified in this condition, and

5.2.4 Routine compliance determinations will be determined through use of a
continuou~ emission monitor meeting the requirements ofApproval Condition
1&3. . . . * , .

5.3 Sulfur dioxide emissions: .

5.3.1 1.5 kg/hr (3.3 lb /hr), rolling annual-average calculated monthly,

5.3.2 9.0 kg/hr(19.8 lb/br), 1-hr. average, ... . . .

5.3.3 Initial compliance for each COT shall be determined by EPA Referencç MethodS,
or an equivalent method approved in advance by EFSEC. Grays Harbor Energy
LLC shall conduct source testing for sulihir dioxide once per calendar quarter for
the first year of operation at each COT exhaust stack,

13.4 Routine compliance shall be determined through:

5.3.4.1 Annual stack test on each COT stack using the above Reference
Method.

5.3.4.2 ‘ The tithing of the annual stack test will coincide with the anüual
RATA testing for the installed CEM systems, .

5.3.5 Routine compliance shall be indicated through:

5.3.5.1 Monthly calculation of the 502 emissions based on

5.3.5.1.1 The quantity ofnatural gas used by each turbine

5.3.5.1.2 The total sulfur content of the natural gas consumed

5.3.5.1.3 Subtracting the quantity ofpotential 502 converted to
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H2S04. The conversion rate ofpotential 502 to H2S04 is
determined through the information provided by the Method 8
stack tests required in Approval Conditions 5.3.4.1 and 5.4.3.1.

5.3.5.1 A Grays Harbor Eflergy LLC shall report to EFSEC on a
monthly basis the quantity and average sulfur cpntent of the
natural gas 1~umed by the CGT units at the facility. Total sulfur
content of the natural gas shall be substantiated by purchase
records and vendor’s reports or total sulfur content monitoring
performed by Grays Harbor Energy LLC on the gasused at this
facility.

5.3.6 Fuel sulfur deterntation shall follow the more stringent of the procedutes in 40
CFR 60.335(d) and (e) and40 CFR Part 75, Appendix D.

5.4 Sulfuric acid mist emissions

5.4.1 0.984 kg/hr (2.17 lb H2SOdhr); rolling annual average calculated monthly,

5.4.2 Initial compliance with the sulfuric acid emissions limits shall be determined by
EPA Reference Method 8, or an equivalent method approved by EFSEC. Gfays
Harbor Energy LLC shall conduct source testing for sulfuric acid mist once per
calendar quarter for the first year of operation at each exhaust stack.

5A.3 Routine compliance shall be indicated through:

5.4.3.1 An annual emissions test on each (iGT.: exhaust stack using the~
• methods indicated above. After the initial 3 years of tests on each CGT

stack have been completed, each CGT stack shall be teàted oii&e every 5
years unless the initial 3 years of testing indicates noncompliance with.
the limitations, then the testing frequency remains annual until 3
consecutive years of testing indicating compliance is achieved. If a once

• . every 5 year test indicates noncompliance, the testing frequency reverts
16 yearly until 3 consecutive years of testing indicating compliance is
achieved. The timing of these annual emis~ions tests shall coincide with
the annual RATA testing, and . . .

5.4.3.2 Monthly calculation of the sulfuric acid mist emissiOns based on:

• . 5.4.3.2.1 The quantity ofnatural gas used by each turbine,

• 5.4.3.2.2 The total sulfur content of the natural gas consumed,

• 5.4.3:2.3 Subtracting the quantity ~fpotential SO2 converted to
•H2S04. The conversion rate ofpotential 502 to H2S04
determined through the MethodS stack tests recjuired in

• . . Approval Conditions 5.3.4.1 and 5.4.3.1 and updated annually.

• 5.4.4 Fuel sulfur deterrninatioh shall follow procedUres outlined in Approval Condition

5.3.4.1.. • : ••. H -
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5.5 Volatile organic compound (VOC) emissions:

5.5.1 2.86 kg/hr (6.3 lb/br), 1-hr aVerage, reported as carbon equivalent,

5.5.2 2.8 ppm, 1-hr average, reported as carbon equivalent,

5.5.3 Initial compliance fiSt each COT shall be determined by EPA Reference Method
25A or 25B, South.Coast Air Quality Management District Method.25.3, or an
equivalent method agreed to in advance by EFSEC, and

5.5.4 Routine compliance will be indicated through boiler operating records indicating:

5.5.4.1 Hours of operation,

5.5.4.2 Fuel flow,

5.5.4.3 Application of an emission factor derived from stack testing of the
installed boiler, and

5.5.4.4 An annual stack test using one of the above referenced methods.
After 3 consecutive years of stack testing indi~ating~compliance, Grays
Harbor Energy LLC may request and EFSEC may approve an alternative
testing frequency~ At no time shall stack testing be less frequent than
once every 5 years.

5.6 Particulate Matter and Particulate Matter less than or equal tp. 10 micrometer (PM10)
emissipns:

5.6.1 246.0 kg/24 hours (542.4 lb/24 hours), filterable plus condensable PM,

5.6.2 0.003 grains/dry standard cubic foot (gr/dsc~, filterable. plus condensable PM at
15%02, . . .

5.6.3 Initial dompliance for each COT exhaust stack shall be determined by use of
EPA Referenc~ Methods 5,201, or 201A, plus Reference Method 202, or an
equivalent method agreed to in advauce by EFSEC. Use of EPA Referenee
Method S assumes all filterable particulate is PM10: Use of EPA Reference

• Method 201 or 201A assumes that the mass of filterable PM is equal to the mass
of filterable PM10. IfMethod 201 or 201A is used, the mass ofparticulate

• retained in the cyclone shall be determined and reported.

5.6.4 . The ±esults of the fi1ter~ble and condensable particulate analyses shall be reported
as total particjilate, filterablç particulate and condensable particulate.

5.6.5 Routine compliance shalibe the following:

5.6.5.1 An annual emissions test on each COT exhaust stack using the
methods indicated above.

5.6.5.2 After the initial 3 years of tests on each COT stack have been
completed, each COT stack shall be tested once every 5 years unless the
initial 3 years of testing indicates noncompliance with the limitations,

• then the testing frequency renäains annual until 3 cor~secutive years of
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testing indicating compliànoe. is achieved.. If a once every 5 year test
indicates noncompliance, the testing frequency reverts to yearly until 3
consecutive years of testing indioating compliance is achieved.

5.6.5.3 The timing of these annual emissions tests shall coincide with the
annual RATA testing.

5.6.6 When PM10 stack test data is not available, routine compliance shall be indicated
by the use ofnatural gas for thel and through operating records and the application
of a source test derived emission factor. .

5.7 Ammonia (free NH3 and combined measured as NH3) emissions:

5.7.1 5.0 ppm, 24-hour average coirected to 15.0 percent 02,

.5.7.2 7.3 kg/br (10.1 lb/br), 24-how average, .

5.7.3 The emission limits in Conditions 5.7.1 and 5.7.2 are relieved during startup,
• shutdown and scheduled maiiitenance,

5.7.4 Initial compliance for each COT shall be determined by Bay Area Air Quality
Management Distriot Source Test Procedure ST-lB, “Ammonia, Integrated
Sampling,” EPA Conditional Test Method 027, or an equivalent method approved
in advance by BFSEC, . . .

5.7.5 Routine compliance determinations will be determined through use.óf a CEMS
which meets the requirements ofAppro~eal Condition 18.2 or Grays Harbor
Energy LLC may propose alternative meahs for continuous assessment alid
reporting ofNH3 emissions for approval by EFSEC. Any proposed alternative
NH3 reporting shall be at a mipimum equivalent to a CEMS meeting the
requirements ofApproval Condition 18.2, and

5.7.6 The SCR catalyst system treating the exhaust from one CGT shall be repaired,
replaced or have additional catalyst bed in~talled at the next scheduled outage,
following a calendar month when ammonia slip can hot be maintained at or
below 4.5 ppm, 1 hour average corrected fo 15.0 percent ôxygen, based on the
actual operating hours of ‘the COT; No month, with less than 200 hours of actual
operation (excluding start-up and shutdown hours) will be used for this
evaluation. Theoutage to repair or replace Or install additional catalyst to the
SCR system shall be no later than 12 months after the month the ammonia slip.
exceeds the 4.5 ppm criteria given above.

5.8 Opacity at the COT exhaust stack:

5.8.1 Shall not exceed a six minute-average opacity of 5.percent,

5.8.2 Determined by use of EPA Reference Method 9 or an equivalent method approved
in advanced by EFSEC, -

5.8.3 A certified opacity reader shall read and record the opacity ofeach operating unit
,once per day, and. - .
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5.8.4 Installation of a Continuous Opacity Monitoring system on each CGT can be
substituted for use of EPA Reference Method 9 readings for the CGTs. If
installed, the continuous opacity monitor must meet the requirements ofApproval.
Condition 18.4.

• 6. The auxiliary boiler dxhaust stack shall not exceed the following:

6.1 NOx emissions limitations:

6.1.1 0~468kg/hr~.03 1b/hr~, 1-hr. average,

6.1.2 30 ppm at 3% 02, 1-hr. average,

6.1.3 Initial compliance shall be determined li acôordance with 40 CER Subpart GG
and EPA Reference Method 20, except that the instrument span shall, be set
between zero and 75 ppm, and

6.1.4 Routine compliance will be indicated through

6.1.4.1 ‘ Boiler operating records indicating hours of operation and fuel flow
and the application of an emission factor derived from stack testing of the
installed boiler, and . ,

6.1.4.2 Periodic stack tests taken at 5 year intervals after the initial
compliance test. ‘

6.2 CO emissioth: .

6.2.1 50.0 ppm, 1- how average corrected to 3.0% 02, .3-hr. average,

• 6.2.2 0.485 kg/It (1.07lb/hr) at 100% load, 3-r. average, ,

6.2.3 Initial compliance for the auxiliary boiler shall be determined by EPA Reference.
Method 10 or an equivalentmethod agreed to in advanàe by the EFSEC... The
span and linearity calibration gas concentrations in Method U) shall be appropriate
to the CO concentration limits specified jn this condition, and

6.2.4 Routine compliance will be indicated through:

6.2.4.1 Boiler operating records indicating

6.2.4.1.1 Hours of operation and, .

6.2.4.1.2 Fuel flow, •

0.2.4.2 The application of an emission factor derived from stack testing of
the installed boilers, and •

• • 6.2.4.3 . Periodic stack tests taken at 5 year intervals after the initial
compliance test.

6.3 502 emissions:

6.3.1 0.032 kg/yr (0.07 .lb/hr) afinual average, calculated monthly,

6.3.2 1 ppm at 3% 02, 3-hr. average,
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6.3.3 Initial compliance for the auxiliary boiler shall be determined by EPA Reference
Method 8, or an equivalent method approved in advance by EFSEC,

6:3.4 Routine compliance shall be determined by

6.3.4.1 F~iel consumption records for the auxiliary boiler and

6.3.4.2 Total sulfur content of the natural gas consumed in the boilers, afid

6.3.5 Natural gas sulfur content shall be measured and reported through the methods
defined in Approval COndition 5.3.4.1.

6.4 VOC emissions: .

6.4.1 0.073 kg/hour (0.16 lb/br), L-houravérage, reported as aarbon equivalent,

6.4.2 Initial compliance. for the auxiliary boiler shall be determined by EPA Reference
Method 25A or 25B, or an equivalent method agreed to in advance by EFSEC,
and,. -

6.4.3 Routine compliance will be indicated through boiler operating records indicating

6.4.3.1 Hours of operation

6.4.3.2 Fuel flow, and .

6.4.3.3 Application of an emission factor derived from stack testing of the
installed boilers .

6;4.3.4 Periodic stack tests, Using one of the above referenced methods, taken at 5
year intervals after the initial compliance test.

6.5 . ?Mio emissions: . .

6.5.1 3.175 kg/day (7.0 lb/day), annual average, filterable ~lus condensable PM10,

6.5.2 0.005 gr/dscf filtei’able plus condensable PM at 15% 02,

6,5.3 Initial compliance for the auxiliary boiler exhaust stack shall be determined by
either EPA Reference Methods 5,201, or 2OlA, or an equivalent method agreed
to in advance by EFSEC. Use ofEPA Reference Method 5 assumes all particulate
is in the form of PM10, Use ofEPA Reference Method 201 or 20 1A assumes that
the mass of filterable PM is equal to themass of filterable PM10,

6.5.4 The results of the filterable and condensable particulate analyses shall be reported
as total particulate, filterable particulate and condensable particulate, and

6.5.5 Routine compliance will be indicated through:

6.5.5.1 Boiler operating records indicating

6.5.S.l..1 Houts of operation,

6.5.5.1.2 Fuel flow, and

6.5.5.1.3 Application of an emission factor derived from stack testing
of the installed boilers.
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6.5.5.2 Periodic stack tests, using the above specified methods, taken at 5 year
intervals after the initial compliance test.

6.6 Opacity at the auxiliary boiler exhaust stack:

6.6.1 Shall not exceed a six minute average opacity of 5 percent4

6.6.2 Determined by use of EPA Reference Method.9or an equivalent method approved
inadvancedbyEFSEC,

6.6.3 A certified opacity reader shall read and record the opacity of the operating unit
onceperday, and

6:6.4 kstallatio~ of a Continuous Opacity Monitoring system çn the auxiliary boiler
exhaust stack can be substituted for use of EPA Reference Method 9 readings. If
installed, the continuous opacitymonitor must meet the requirements ofApproval

• Condition 18.4.

7. The diesel geneiator exhauststack shall not exceed:

7.1 Nitràgen oxidesplus non-methane hydrocarbons emissions:

• 7.1.1 3.2 kg/hr (7.04 lb/hr) or 6.4 grams per kilowattLhour,

• 7.1.2 Initial compliance shall be determined and certified by the engine flnufacturer in
accordance with the methods in 40 CFR Part 89 applicable toa new engine of its
engine size for 2002, and

7.1.3 Routine compliance will be indicated through diesel generator operating hour,
maintenance, and fuel records and certification ofthe engine meeting the
applicablenew engine standards for engines sold in 2002.

7.2 CC) emissions: .

7.2.1 1.75 kg/hr (3.86. lb/br) or 15 gramsper kilowatt-hour,

7.2.2 Initial compliance shall be determined and certiflecl by the engiue manufacturer in.
accordance with the methods in 40 CFR Part 89 applicable to a new engine of its

• engine size for 2002, and . .

7.2.3 Routine compliance wili be indicated through diesel genetator operating hour
rdcords and certification of the engine meeting the applicable new engine
standards for engines sold in2002. .•

7.3 SO2 emissions: . . .

7.3.1 2.93 kg/day (6.56 lb/day); i-day avenge, . .

7.3.2 Initial compliance shall be determined and certified by the engine manufacturer in
accordance with the methods in 40 CFR Part 89 applicable to a new engine of its
engine size for 2002, and

7.3.3 Routine compliance will b~ indicated by calculating the sulfbi tho~ide emissions
• basedon .
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7.3.3.1 Generator thel usage, and

7.3.3.2 Fuel sulfbr conteth records.

7.4 PM10 emissions:

7.4.1 2.4 kg/day (5.28 lb/day) or’0.20 grams particulate per kilowatt-hour,

7.4.2 Initial compliance shall be deterntëd and certified by the engine manufacturer in
• accordance with the methods in 40 CFR Part 89 applicable to a new engine of its

• . ehgine.size for 2002, and

• 7.4.3 Routine compliance will be indicated through diesel generator operating how
records and certification of the engine meeting the applicable new engine
standards for engines sold in 2002.

7.5 Opacity at the diesel generator exhaust stack:
• 7.5.1 Shall not exceed, a six minute average opacity of 10 percent,

7.5.2 Dctêrmined by use ofEPA Reference Method 9.or an equivalent method approved
• in advance byEFSEC. . . .

8. The emergency fire water pump engine:

8.1 Shall meet the emission standard requirements in 40 CFR 89 applicable to a new engine of
its engine size.for 2002. . . .

8.2 Initial and routine compliance shall be demonstrated by dernonstration/èertification bythe
engine manufacturer that the engine meets the applicable emission standard.in 40 CFR 89.

9. The cooling towe?s emissions shall not exceed: .. ,

9:1.1 11.11 kg PM14/day (24.5 ‘lb/day), annual average,

9.1.2 4062 kgPM10/yr (4.5 tpy), rolling total, calculated monthly,

9.1.3 Initial compliance shall be determined by:• ,

9.1.3.1 A total solids mass balance across the cooling tower. The analysis, shall
incorporate factors involving ‘the: ‘ ‘

9.1.3.1.1 Cooling tower recirculation rate,

9:1.3.1.2. Cooling tower total dissolved solids (TDS),

9.1.3.1.3 Fan operation effects, and

9.1.3.1.4 Manufacturer’s information on dft losses~

9.1.3.1.5 The methodélogy shall be subniitted to ánd accepted by
BFSEC prior to the first operation of any cooling tower.

9.1.3.2 An Effirmative report by the cooling •tower.drift eliminator manufacturer,.
based on an onsite inspection of the completed in~tallalion, that its product
has been installed in accordance with its specifications accompanied by
the results of a test or analysis of the ‘cooling tower drift elimirator
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material indicating that the material has a drift loss of less thanO.001% of
the recirculating water flow rate. The required test could be performed on
a fill size mist eliminator module under laboratory conditions that match
the worst case operations scenario of the actual cooling tower,

9.1.4~ Routine compliance using the same calculation methodology used for the initial
compliance test, once eachquarter estimate the PM emissions from the cooling
tower.

9.1.5 Prior to operation of the cooling tower, Grays Harbor Energy LLC shall submit to
EFSEC,•a report describing the manufactàres recommendations for installing,
operadng and testing the drift elimirators.

10. Annual emissions shall not exceed the limits in the following table. The annual limits are 12
month rolling totals. .

NON.

CO 215,296 1,216 (1.3) . -- 877.3 (1.0)
~ . (237.0)** :. .

SO2 .13,140 (14.5) .79.5 (0.088) — 61.1 (0.1)
H2S04 . 8623 (9.5) -- . -- --

PMIPM10 89,989.1 331 (0.4) .4061 (4.5) 50.~0.1)
. (99.0)** . . .

VOC . 41,916.4 182.5 (0.6) — Included in
.; (37.5)~ . . . generator NOX

NH3 64,107 (70.5) -- . .— --

* Limit for diesel generators is non-methane hydrocarbons plus NOR. In this presentation .the

assumption is that all of the emissions are as NOR.
** Includes the emissions from startup and shutdown events of the COTs and diesel generators.

CGT start up emissions are equally apportioned among the 2 turbines.
~ PM and PM10, cànservatively assumed to be equal. . . . .

11. Routine equipment startup and shut dowii - .

11.1 Each COT is limited to 130 Cold startup and shutdown events per calendar year. . A cold
startup event is when more than48 hours has elapsed since thC turbines were last fired or
heat applied to the HRSG system. . . . . . . . .

11.2 Each CGT is limited to 2 wämi startup and shutdown events per calendar day. This
limitation does not apply during the period between initial firing of a combustion
turbine for testing puiposes and the start-up condition specifled in Approval Condition
13

—

110,6253
(121.7)**

11.3 A warmor cold startup period begins when thel ia first ‘fired in the combustion turbine,
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11.4 The warm startup period ends when the earlier of.these two operating events ocôurs:

11.4.1 The proper operating temperature of the oxidation and 5CR catalysts serving an
operating CGT has been achieved ‘and the combustion turbine achieves
operational Mode.6, or

11.4.2 A maximum of 3 hours has elapsed since fuel was first combusted in that CGT.

11.5 The cold startup period ends when the earlier of these two op&ating events occurs:

11.5.1 The proper operating temperature of the oxidationand 5CR catalysts sewing one:
CGT has been achieved and the combustion turbine achieves operational Mode
6, or

11.5.2 .4 hours maximum for each turbine in ~ single power island has elapsed since fuel
was first combhsted in the first turbine. .

11.6 The Shutdown period begins when the combustion turbine leaves operational Mode 6 and
ends when fuel is no longer being introduced to any burner.

11.7 Operatioftal Mode 6 is defined by the turbine manufaãturer as the low emission mode
dUring which all 6 of the burner nozzles are in use, burning a lean premixed gas for
steady-state operation. . . .

11.8 The proper operating temperature of the oxidation and SCR catalysts and the point at.
which all dty-low-NO~ burners for each combustion turbine are operational shall be
determined from the rnanufacture?s ‘design specifications and must be reported in i.rrjffiig’

to EFSEC before commercial operation of the combustion tutbines,

11.9 Compliance with short-terni emission limits (during startup and shutdown periods) shall~
be determined using rn~ufacffirer’s emission factors or source test data using the EPA
Reference Methods noted above. Where sourcetdst data andmanufacturer’s emission
factors conflict, source test data shall ‘be used to, determine ãompliance,

11.10 Emissions resulting from ‘these sta~tup and shutdown’ events shall be included in thd
quarterly emissionsrepotting ofApproval Condition 19.

11.11 The following emission factors may be used fot calculating the emissions generated
during cold startup of the COTs in a single power island until emissions test data is
developed by Grays Harbor Energy LLC, submitted to and approved by EFSEC that
demonstrates a different value is appropriate:

‘ Carbon monoxide , , , 5288 ‘lb/startup
Volatile organic compounds ‘ , 354 lb/startup

12. Within 180 daysafter formal, initial start-up of each combustion turbine, auxiliary boiler, and
installation of the die~el generatoi~, Grays Harbor Ehergy LLC shall conduct the initial
performance tests for NOx, ammonia, SO2, opacity, VOC, CO. PM10 and H2S04 noted above.

Nitrogen oxides ‘ ‘ ,j1536 lb/startup I
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The initial performance testing shall be perfomied by an independent testing firm. A test
plan shall be submitted to EFSEC for approval at least 30 days prior to the testing. The initial
compliance tests and all subsequent compliance tests shall be made at maximum load.

13. Initial start-up for detennining when the initial compliance testing, CEM system performance
testing, and other, non acid rain program purposes is the earlier of the following dates:

13.1 The earliest date. that electrical power is offered for sale (not test generation) from a
• COT ~nd its associated steam turbine, or

13.2 180 days after the first COT in the power island has been synchronized to the electrical
distribution grid.

• 14. Gray~ Harbor Energy LLC shall noti6’ EFSEC in writing at least thirty day~ prior to:

14.1 Initial start-up of any permitted emissions unit for operational testing and manufacturers
certification liurposes. .

142 Fonnal, initial start-up defined in Approval Condition 13.

• 14.3 The date any emissions testing required by thispermit will be performed when the time
between tests is specified to be longer than 3Q days.

• 14.4 The date(s) GEMS performance testing or Relative Accuracy Test Audits will be
• performed.

15. Sampling ports and platfonns shall be provided on each COT ~tack, after the final ~ollutioh
control device. The ports shall meet the requirements of40 CFR, Part 60, Appendix A,
Method 20. Sampling ports and platforms for the auxiliaryboiler and diesel engine shall
meet the requirements of40 CFR Part 60,Appéndix A, Method 1.

16. Adequate pennaheilt and safe access to the test potts shall be provided. Other arrangements
• may be acoeptable if approved by EFSEC prior to installation.

17. Operating Records for Emitting Equipment:

17.1 Unleá otherwise specified above, operating records shall be information necessary to
determine the operational status of the equipment.

17.2Specific parameters and acceptable ranges ofthose parameters shall be specified in the
• Operation and Maintenance Manual. •

17.2.1 Example operating record information includes, but is not limited to:

17.2.1.1 Fuelquality .• •

17.2.1.2 Fuel consumption during the pcriod (hourly, monthly, etc.

17.2.1.3 Unit operating parameters such as

17.2.1.3.1 Exhaust temperature, •

17.2.1.3.2 Percent excess air,
• •

17.2.1.3.3 Output rate (pounds of steam/hour, kW output~ etc),
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17.2.1.3.4 Operating hours, during the repOrting period and cumulative
for theyear.

18. Continuous Emission Monitoring Systems (CEMS):

18.1 CEMS for NOx and 02 compliahce thall meet the requirements contained in 40 CFR 75,
Emissions Monitoring.

18.2 CEMS for ammonia shall meet’the reqiiiremeiits contained in 40 CFR, Part 63, Appendix
A, Reference Method 301, Validation Protocol, and 40 ‘CFR, Part 60,. Appendix F,
Quality Assurance Procedures, or other EFSEC- approved performance specificatioi~s and
quality assurance procedures. . . .

18.3 CEMS for CO shallmeet the requirements contained in 40 CFR, Part 60, Appendix E,
Performance Specification 4 or 4A, and in 40 (YR, Part60, Appendix F, Quality
Assurance Procedures. . . . . . . .

18.4 Continuous. Opacity Monitoring Systhms shall meet the requirements contained in 40
CFR Part 60~ Appendix B; Performance Spcoification 1 ahd iii 40 CFR, Part 60,
Appendix F, Quality Assurance Procedures.

19 CEMS and process data shall be submitted quarterly, m written form (or electromc if
permitted by the EFSEC) monthly within thirty days of the’ end of each calendar quarter ‘to
BFSEC, its authorized representative (if any), and to the EPA Region X Office of Air Quality.

20. The format of the reporting desCribed in Approval Condition 19 shall match that required by
EPA for demonstrating compliance with the Title P/Acid Rain program reporting
requirements. Pollutants not covered’ by that format shall be reported in a format approved by’
EFSEC that shall include at least the following:

• 20. lProcess or’ control equipment operating parameters~

20.2 The hourlymaximum and average concentration, in the units of the standards, for each
pollutant rnorntored, ‘ ‘

• 20.3 The duration and nature of any monitor down-time,

20.4 Results of any monitor audits or accuracy checks, ‘ .

20.5 Results of any required stack tests, and

20.6 Results. of any other stack tests performed alter the initial performance test.

20.7 The above data shall be retained at the Satsop CT Project site for a period of at least five
years ‘

21. For each occurrence ofmonitored emissions in exceäs of the standard, the quarterly
emissions report (per Approval Conditions 1.9 and ZO) shall include the following:

21.1 For parameters subject to monitoring and reporting under the Title W, Acid Rain
program, the reporting requirements in that program shall govern excess emissions
report content. ‘

21:2 For all other pollutants:
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21.2.1 The fime of the occurrence,

21.2.2 Magnitude of the emission or process parameters excess,

21.2.3 The duratiob, of the excess,

21.2.4 The probablecause,

21.2.5 Corrective actions taken or planned, and

21.2.6 Any other agency contacted .

22. Grays Harbor Energy LLC shall have on site, and shall follow, an Operating and
Maintenance manual, and an equipment Start-u~5, Shut-down, and Malfimction Procedures
manual for all equipment that has the potentialto affect emissions to the atmosphere.
Copies of the manuals shall be available to EFSEC or the authorized representative of
EFSEC at the facility. Emissions that result from a failure to follow the requirements of the
manuals may be considered evidence that emission violations have occurred. The above
manuals must be reviewed annually and updated as needed. EFSEC shalibe notified
whenever the manual is updated.

22.1 The Operating and Maintenance manual should contain equipment specific operating
parameter andmaintenance information. Elamples of the operational information to
include are:

22.1.1 çonfrol equipment normal operating ranges such as~

22.1.1.1 Normaloperating ternperaturerànge.

22.1:1.2 Normal pressure drop and acceptable range ofpressure drops.

22.1.1.3 Fanspeedrange.

22.1.1.4 Reagentfeedrate..

22.1.1:5 ScrubberliquorpHrange. -~

22.1.1.6 Scrubber liquor feed rate and pressure.

22.1.2 Boiler operating parameters such as:

22.1.2.1 Fuel feedrate.

22.1.2.2 Steam j,ressu±e.

22.1.2.3 Combustion air flow rate.

22.1.3 Combustion turbine operating parameters such as:

22.1.3.1 Temperature ranges at inlet, combustors, turbine exhaust.

22.1.3.2 Allowable vibration range.

22.1.3.3 Inlet humidity.

22.1.3.4 Operating speed (rpm) range.

22.1.3.5 Turbine fuel feed rate.
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22.1.4 Similar type operational measures for other emitting equipment, such as diesel
gtnerators and cooling towprs.

22.2 The Start-up, Shut-down, and the Malfimction manual shall contain information on the
proper procedures, and sequencing of actions for plant operations staff to follow in order
to safely and efficiently start and stop the various equipment at the station under all
reasonably ascertainable normal and abnormal start-up and shut-don situations.

23. Construction time:

23.1 Amendment 3 allows for a suspension of construction on the approved facility.

23.2 This permit becomes void if construction is not restarted by July20, 2007 ot if the sum of
all delays in continuous construction after January20, 2006 exceeds eighteen months.

.24. Any activity which is undertaken by Grays Harbor Energy LLC, or others, in a manner which
is incon~istent with the application and this determination, shall be subject to EFSEC
enforcement undef applicable regulations. Nothing in this determination shall be construed so
as to relieve Grays Harbor Energy LLC of its obligations under any state, local, or federal
laws or regulations.

(continued nextpage)
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25. Access to the source by EFSEC, the authorized representative of EFSEç, or the U.S.
Environmental Protection Agehcy (EPA), shall be permitted upon request for the purpose of
compliance assurance inspections. Failure to allow access is grounds for action under the
Federal Clean Air Act or the Washington Clean Air Act

Prepared by:

emard Brady, P..
Engineering and T
Air. Quality
Washington Di

~/• /Date

Approved by:

James 0. Luce
Energy Facility Site Evaluation Council

?I N!~ 7-
‘Date

Approved by:

—I

Ri
Director
Office of Air Quality
U.S. Environmental Protection Agency.
RegioñiO



Washington State

E1NERGY FACILITY SITE EVALUATION COUNCIL

Satsop Combustion Turbine Project
Prevention of Significaffi Peterioration/Notice of Construction

Permit NO. EFSEC/2001-O1 Amendment 3

RESPONSIVENESS SUMMARY

March 14, 2006

• I Background.

• Tn August 2005, Gray~ Harbor Energy, LLC, submitted a request to the Energy Facility Site
Evaluation Council (EFSEC or Council) to amend the Prevention of ~ignificant
•DeteriorationlNotice of Construction (PSD/NOC) pthmit for th& Satsop Combustion Turbine
Project sited near Elma, m Grays Harbor County, Washington The request sought an extension
of the tune period allowed to suspend construction by 18 months, and to make several
administrative corrections to BESEC Permit No EFSEC/2001-01, Amendment 2

Aprelinthaiy approval6fPSD/NOC permit No. EFSEC½001-01, AmendmentS, was issued For
public comment on January 9,2006. Public notice of the coMment period and orapubliO.hearing

• on this mattQr was performed by publication of a legal notice in the Aberdeen Daily World
(1/9/2006) and the Vidette -(1/12/2006); and by mailing -to- EFSEC’s interested persons and
minutes and agendas lists for this project. Copies of the draft permit and a.~sociated fact sheet
were made available for public reference in the W H Abel Memonal Librarym Montesano, the
EFSEC offices in Olympia, and Ecology’s Offices in Lacey, Washington, on EFSEC’s web site
and to any interested person upon request. ...

A public bearing was alsci held on February 14, 2006 at-the EPSEC offices, Conference Room
308, m Olympia, Washington The public comment period closed at the end of business on
Februaiy 14,;2006. . ... . .. .. - • . . . .

The Council received one writtencomment. No oral comments were received at tle February 14,
2006, hearing. The comments received are summarized below; and respànses to comments are
given Other changes to the permit are also mdieated Copies of the onginal comment letters are
available upon request from the Energy Facility Site Evaluation Council

2 Response-to Comment from Grays Harbor County

Comment: Grays Harbor County has reviewed the draft document and concurs with the
Council’s determination that the amendment does not represent a probable si~nificant adverse
ihipact to elements of the natural environment. . . .

Satsop CT PSD/NOC Permit EFSEC/2001-Ol, Amendment 3
• Response to Comments • . • Page I-of 3



Response: Thanic you for your comment. No changes are required to the final Approval as a
result of this comment.

3 Changes to Permit from Draft to Final Approval

In addition to punctuation corrections throughout the ~ennit, thefollowin~ findings and approval
coriditions wete corrected without making any changes to substantive permit requirements:

Findings:

3.3 Interim source growth did not aeffect Conclusions fromthe original permit analysis
regarding air quality impact of this project.

13.2 Any applicab’lePSD increment

The fcvllowiñg Table indicates the maximum Class I and Class II increment

this project.

24-Hour .3.5 91 0.032.

For all other antidipated .pollutànt~ from the gas cOmbustion:tijrbines, heat
rec&very steam generators, auxiiiary.boiler, and.cooling toWer system

ACT is the same as d~tenhthed in An~endmónt 2.

18.2.3 For the emergency backup diesel generator and diesel engine-driven fire
water pump should BACT constitutes the use of on-road diesel as defined
in the Federal Code of Regulations at the time of purchase of the fhel oil.

Satsop CT PSD/NOC p~~1ft EF’sEq/200 1-01, Amendment 3
Response to Comments Page 2 of 3
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4Eflluated at aliigher emission rate than proposed to be permitted; see faet-sheet technical
support document and application materials for details. . .
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Approval Conditions:

7.5.2 Determined by use of EPA Reference Method 9 or a equivalent method approved
in advanced by EFSEC.

5.3.5.1.4.• Gray~ Harbor Energy LLC shall report to EFSECona
monthly basis the quantity and average sulfifr content ofthe

• .. natural gas burned by the CGT units at the facility. Total
sulfur content eno the natural gas shall be substantiated by
purchase records and vendor’s reports or total sulfur content
monitoring performed by Grays Harbor Energy LLC on the
gas used at this facility.

Satsop CT PSD/NOC Permit EFSEC/2001-Oi, Amendment) •

Response to Comments • • Page 3 of 3
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4- DEPARTMENT OF PUBLIC SERVICES

100W. BROADWAY, SUITE 31 F PA
• MONTESANO, WASHINGTON 98563.3614 D a EASTER

- PHONE (360) 249-4222 IRECTOR
- FAX (360) 249-3203 -

GRAYS itnmon Conn
STATE OF WXSREVGTON -. -.

.Januaryl7,2006 - - -

Allen J. Fiksdal
Energy Facility Site Evaluation Council
State of Washington -

P;0Box431fl -

Olympia, Washington 98504-3172

RE: Notice of Construction and Prevention of Significant Deterioration

Mr Fiksdal: . - -. . -

Thank you for the opportunity to comrhent on the Washington State Energy
Facility Site -Evaluation. CoUncil’s draft Notice of Construãtion -dnd Prevention.
of Signiflcant Deterioration (NO~/PSD) associated with the Grays Harbor
Limited Liability Corporation’s management of the Satáop Combustion Turbine
Project- located at 401 Keys Road in uninco?porated G~ays Harbor County,
Washington. . - . . . -

Grays- Harbor County has reviewed the draft document and concurs with the
Council’s determination that the proposal does nat -represent a probable
significant adverse impact to elements of the natural environment. - -

Please contact us at (360) : 249-5579- should you have any questions
concerning this comment. -

Thankyou again. • • - -

Sincerely,

Brian Shea - -

Director - - - -

Planning and Building Division - - -

Cc: Bob teerbower, Grays- Harbor county Disblct 1 bommissioner -

Paul Easter Grays Harbor County Public Services Department Director
- Mike Feny, Grays Harbor county Building Inspector

file - -

.R-.EGEIVEO
JAN j a 2Oo~ -





Satsop CT PSD Permit No. EFSEC/2001-0l Amendment 3 — Final Approval
April 3, 2006
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Copies available for public reference: In electronic format on the internet:

W.H. Abel Memorial Library
125 Main Street South
Montesano, WA 98563-3794

The EFSEC web site at www.efsec.wa.gov -

Copies available for public reference and copying:

Washington Energy Facility
Site EValuation Council
925 Plum Street SE, Building 4
P.P. Box~ 43172
Olympia, WA 98504-3172
8:00 a.m. to 5:00 p.m. weekdays
Phone (360) 956-2121

Washingtdn State Department of Ecology
300 Desmond Drive
Lacey, Washington.
8:00 a.m. to 4:30 p.m. weekdays
Please contact.Bernard Brady at
(360) 407-6803

For federal PSD purposes, and in accordance with section 40 Code of Federal Regulations (CFR)
124.15 and 124.19, this permit will become effective within 30 days after the date of this letter.
Within 30 calendar days of this notice, any petson who commented on the draft approval may
petition the EPA Administrator, under 40 CFR 124.19, to review any condition of the decision.
Any person who failed to file comments or failed to participate in the public hearing on the draft
may petition for administrative review only to the extent of the changes from the draft to the
final approved decision. If an appeal is made to the EPA Administrator, the effective date of the
permit will be suspended until such time as the appeal is resolved.

Please do not hesitate to contact me at 360-956-2047 should you have any questions about this
matter.

Sincerely,

Irma Makarow
Siting Manager

c.c.: Dan Meyer, U.S. EPA Region 10* -.

Madonna Nervaez, U.S. EPA Region 10
Nancy Helm, U.S. EPA Region 10
Dr. Rienerd Sodhi, Chehalis Confederated Tribes
Mark White, Chehalis Confederated Tribes
Lisa Riener, Quinault Indian Nation
Janice Peterson, USDA—Forest Service*
Darwin Morse, National Park Service*
Elizabeth Waddell, National Park Service*
Barbara Samora, Mount Raimer National Park

Richard Stedman, Olympic Regional Clean Air Agency*
Mike Wilson, Grays Harbor County Cémmission
Al Carter, Grays Harbor County Commission
Bob Beerbower, Grays Harbor County Commission -

Bernard Brady, Department of Ecology*
Tom Donovan, Grays Harbor Energy LLC
F. Paul Easter, Grays Harbor County, Public Services*
Ken Berg, U.S. Fish and Wildlife Service
Tom Sibley, NOAA Fisheries Service
Steve Landino, National Marine Fisheries Service

* Copy of Final Approval and Responsiveness Summary Enclosed.
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Office Of Air Wa~fe
And TO~iCS

STATE OF WASHINCTON

ENERGY FACILITY SITE EVALUATION CQ~NCIL
P0 Box 43172 • Olympia, Wachington 98504 3174t11e

— £rtnh/comp
NSPS/Subpt
MAcT Subp~~EEEE

April 3,2006

Subject: Satsop Combustion Turbine Project - Final Approval Notice of ConstructionfPrevention
of Significant Deterioration Permit No. EFSEC/2001 -01 Amendment 3~

Dear Interested Person;

You are receiving this letter for one of the following reasons:

1) you presented comments to the Energy Facility Site Evaluation Council (EFSEC or
Council) regarding the preliminary approval to amend the Satsop Combustion Turbine
Pi~oj ect (Satsop CT) air emissions permit;

2) you are an interested tribal, local, state or federal agency representative with respect to
this permit action;

3) you are on EFSEC’s mailing list for the Satsop CT Project.

This letter is to notify you that on March 14, 2006, the Council approved Amendment 3 to the
Satsop CT Notice of Construction!Prevention of Significant Deterioration (NOC/PSD) Permit
No. EFSEC/2001-Ol. The final NOC/PSD permit was subsequently signed by the authorized
representative of the U.S. Environmental Protection Agency Region 10.

The Council’s final determination regarding this permit amendment consists of
the final NOCIPSD Permit;

.. comments received regarding the draft permit issued for public comment;
a responsiveness summary which summarizes the comments received, responds to the
comments, and indicates what approval conditions have changed from the preliminary
determination.

A copy of these documents is available upon request made to the EFSEC office by calling
(360) 956-2121, by e-mail to efsec(ä~ep.cted.wa.~ov, or by mail to EFSEC, P.O. Box 43172,
Olympia, WA, 98504-3172. Copies of the documents are also available for public inspection at
the following locations:

(360) 956-2121 Telefax (360) 956-2158
0


